


































MECHANICAL EQUIPMENT SCHEDULE
LOAD STARTER POWER SOURCE CONNECTION

LOAD OVERCURRENT INDICATING LIGHTS AUXILIARY DISC BRANCH REMARKS
TAG LOCATION HP FLA KVA VOLT PH NEMA TYPE CB RK1 MCP PB HOA R G A CPT CONTACTS PANEL C/B FLEX JB REC AS AF NEMA CIRCUIT

 SIZE FUSE NO NC

B-2 BOWEN 3 10.6 3.8 208 3 1 - - - - - - - - - - - - LP5 20A/3P X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10

IDF-2 BOWEN 1/2 2.4 0.9 208 3 1 FVNR - - - - - - - - - - - PC-B X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10
BFU-1 BOWEN 2 7.5 2.7 208 3 1 FVNR - - - - - - - - - - - PC-B X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10

B-2 COUNTRYSIDE 1 1/2 6.6 2.4 208 3 1 - - - - - - - - - - - - P1 15A/3P X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10

BFU-2 COUNTRYSIDE 2 7.5 2.7 208 3 1 FVNR - - - - - - - - - - - P1 X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10
SP-1 COUNTRYSIDE 1 4.6 1.7 208 3 1 - - - - - - - - - - - - P1 X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10

B-1 COUNTRYSIDE 1 1/2 6.6 2.4 208 3 1 FVNR - - - - - - - - - - - P1 X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10
B-2B COUNTRYSIDE 1 1/2 6.6 2.4 208 3 1 FVNR - - - - - - - - - - - P1 X - - 30 - 1 4#12 & #12G - 3/4"C NOTE 10

SF-1 COUNTRYSIDE 1/6 4.4 0.5 120 1 - FVNR - - - - - - - - - - - P2 X - - 30 - 1 2#12 & #12G - 3/4"C
SF-2 COUNTRYSIDE 1/6 4.4 0.5 120 1 - FVNR - - - - - - - - - - - P2 X - - 30 - 1 2#12 & #12G - 3/4"C

UH-1 COUNTRYSIDE 1/10 2.7 0.3 120 1 - MMS - - - - - - - - - - - P2 15A/1P X - - 30 - 1 2#12 & #12G - 3/4"C

NOTES KEY:
1. NOTES 2-6 APPLY TO ALL APPLICABLE LOADS. FVNR FULL VOLTAGE NON-REVERSING
2. PROVIDE THERMAL OVERLOAD UNITS FOR ALL STARTERS SIZED TO MATCH LOAD NAMEPLATE AND NEC REQUIREMENTS . FVR FULL VOLTAGE REVERSING
3. BRANCH CIRCUIT WIRING METHODS SHALL BE AS NOTED ON THE DRAWINGS AND/OR SPECIFICATIONS FOR THE APPLICABLE 2S1W TWO SPEED SINGLE WINDING

LOCATION. THE FINAL THREE FEET (MAXIMUM) SHALL BE FLEXIBLE METAL OR LIQUIDTIGHT FLEXIBLE METAL CONDUIT. 2S2W TWO SPEED TWO WINDING
4. COPPER BRANCH CIRCUIT CONDUCTOR SIZING BASED UPON NEC TABLE 310.15(B)(16). MAKE ADJUSTMENTS TO CONDUCTORS FOR RVAT REDUCED VOLTAGE AUTOTRANSFORMER

TEMPERATURE OR VOLTAGE DROP THAT EXCEED NEC AND SPECIFICATION CRITERIA. RVPW REDUCED VOLTAGE PART WINDING
5. RACEWAY SIZES ARE BASED UPON GRSC AND LFMC WITH THWN CONDUCTORS. RVYDOT REDUCED VOLTAGE WYE DELTA OPEN TRANSITION
6. VFD SHALL BE CONTROLLED VIA REMOTE 4-20mA OR 0-5V SIGNAL PROVIDED BY THE HVAC ATC CONTRACTOR. RVYDCT REDUCED VOLTAGE WYE DELTA CLOSED TRANSITION
7. REQUIRED DISCONNECT IS PROVIDED INTEGRAL/PREWIRED TO MECHANICAL EQUIPMENT. MMS MANUAL MOTOR STARTER
8. REQUIRED STARTER IS PROVIDED INTEGRAL/PREWIRED TO MECHANICAL EQUIPMENT. CB CIRCUIT BREAKER
9. DISCONNECT FOR 2S1W AND 2S2W MOTORS SHALL BE SIX POLE. MCP MOTOR CIRCUIT PROTECTOR

10. PROVIDE NEUTRAL FROM SOURCE TO STARTER ONLY FOR 120V CONTROL POWER OF 208V 3PH UNITS. PB START AND STOP PUSH BUTTON
11. FUSES FOR DISCONNECT SWITCHES SHALL BE CLASS RK5 HOA HAND-OFF-AUTOMATIC SELECTOR SWITCH

CPT CONTROL POWER TRANSFORMER
VFD VARIABLE FREQUENCY DRIVE W/O BYPASS

VFD/B VARIABLE FREQUENCY DRIVE W/ BYPASS
CNTCR CONTACTOR - NO THERMAL OVERLOAD

15A/1P

15A/3P

20A/3P

20A/3P


	01-20110321 T0.00 TITLE SHEET PaperSpace
	02-20110321  M0.00 MECHANICAL LEGENDS, NOTES AND ABBREVIATIONS Layou
	03-20110321  MD2.00 MECHANICAL BOWEN BOILER ROOM DEMOLITION PART PLA
	04-20110321  MD2.01 MECHANICAL COUNTRYSIDE BOILER ROOM DEMOLITION PA
	05-20110321 M2.00 MECHANICAL BOWEN BOILER ROOM NEW WORK PART PLANS L
	06-20110321 M2.01 MECHANICAL COUNTRYSIDE BOILER ROOM DEMOLITION PART
	07-20110321 M4.00 MECHANICAL BOWEN BOILER ROOM ACCESS PLAN Layout1 (
	08-20110321 M7.00 MECHANICAL BOILER ROOM PIPING SCHEMATIC AND DETAIL
	09-20110321 M7.01 MECHANICAL BOILER ROOM PIPING SCHEMATIC AND DETAIL
	10-20110321 M8.00 MECHANICAL SCHEDULES
	11-20110321  P0.00 PLUMBING LEGENDS NOTES AND ABBREVIATIONS Layo
	12-20110321 P2.00 PLUMBING BOWEN BOILER ROOM DEMO&NEW WORK PLAN 
	13-20110321 P2.01 PLUMBING COUNTRYSIDE BOILER ROOM DEMO&NEW WORK
	14-20110321 P8.00 PLUMBING DETAILS AND SCHEDULE
	15-20110321  E0.00 ELECTRICAL LEGENDS NOTES AND ABBREVIATIONS 
	16-20110321  E2.00 ELECTRICAL BOWEN BOILER ROOM DEMOLITION AND
	17-20110321  E2.01 MECHANICAL COUNTRYSIDE BOILER ROOM DEMOLITI
	18-20110321 E8.00 ELECTRICAL SCHEDULES

